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4.0  Interface Requirements 

The 10 CFR 52.47 (a)(1)(vii) requires identification of the interface requirements to be met by those 
portions of the plant for which the application does not seek certification.  The 10 CFR 52.47 (a)(1)(viii) 
requires justification that these interfaces be verifiable through inspection, testing (either in the plant or 
elsewhere), or analysis.  An applicant for a combined license (COL) that references the Certified Design 
must provide design features or characteristics that comply with the interface requirements for the plant 
design and inspections, tests, analyses, and acceptance criteria (ITAAC) for the site-specific portion of the 
facility design, in accordance with 10 CFR 52.79 (c). 

No Tier 1 interfaces were identified for the AP1000 standard plant design. 
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